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CLEAN 
REPAIRS 

1/10/2013 304 n williams

4in 
clean 
out replace x

stand pipe on was broke at the 
top we cut out brokeing spot and 

put cap back on 1/10/2013

1/10/2013 306 n williams

4in 
clean 
out replace x

stand pipe on was broke at the 
top we cut out brokeing spot and 

put cap back on 1/10/2013

1/10/2013 419 e locust

4in 
clean 
out replace x

stand pipe on was broke at the 
top we cut out brokeing spot and 

put cap back on 1/10/2013

2/10/2013 712 e locust st 4in replace x

clean was broke replace with 
new found when we smoke test 

in 2012 2/10/2013

2/11/2013 abbi & pike 4in clean out replace x

stand pipe was broke at top cut 
out bad replace 4'' and put cap 

on 2/11/2013

2/11/2013 700 n claud 4in cap replace x
cap was broke on both clean out 

put new cap on them 2/11/2013

2/11/2013 402 n meadow ln 4in cap replace x
cap was broke cut down & put 

new one on 2/11/2013
2/11/2013 345 n sunset st 4in cap replace x cap was broke put a new one on 2/11/2013
2/4/2013 206 w forrest 4in cap replace x cap was boke put a new one on 2/4/2013
2/4/2013 819 w pine 4in cap replace x cap was gone put new one on 2/4/2013

2/4/2013 1114 e chestnut 4in line repair x

stand was broke at top cut out 
bad spot and at 1' of pipe with 

new cap 2/4/2013
2/4/2013 314 n elgin 4in cap replace x cap was broke put new one on 2/4/2013

2/4/2013 316 n main 4in line replace x

stand pipe on clean out was 
broke a foot belowe ground 

replaced 3' and put on a new cap 2/4/2013
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4/29/2013 1719 s lillian 4in cap replace x
cap was gone in Windstreams 

parking lot we replaced it . 4/29/3013
4/29/2013 504 s albany 4in cap replace x cap was broke we replace it
5/13/2013 583 E Summit 4in cap replace x cap was broke we replace it 5/13/2013
5/13/2013 420 N Chicago 4in cap replace x cap was broke we replace it 5/13/2013
5/13/2013 504 E Summit 4in cap replace x cap was broke we replace it 13-May

3/11/2013 733 E Cheastnut

4in cap 
& 4in 
line replace x

Dug it out and relaced stand pipe 
and cap 3/11/2013

3/11/2013 1118 S Birum 4in cap replace x cap was broke we replaced it 3/11/2013

3/27/2013 915 E Locust 4in replace x
Dug it out and replaced stand 

pipe and cap 3/27/2013

5/1/2013 113 E Freeman 4in replace x
Dug it out and relaced stand pipe 

and cap 5/1/2013

5/20/2013 433 w aldrich 4in
replace 

stand pipe x
Dug it out and replaced stand 

pipe and cap 2/20/2013

6/12/2013 2520 s springfield 4in replace x

cap was gone pipe was broke at 
top we cut down 4in put on scew 
cap then put a steel cover on it. 6/12/2013

1505 s barker 4in replace x cap was broke we replaced it 1/7/2013
7/1/2013 335 w bradford 4in replace x cap was broke we replaced it 7/1/2013
7/1/2013 350 w maple 4in replace x cap was broke we replaced it 7/1/2013

7/1/2013 1600 s mission 4in replace x
cap was gone we put on one feet 

of pipe then a new cap 7/1/2013

12/4/2013 200 w college 4in replace x
cap was gone we put on one feet 

of pipe then a new cap 12/4/2013
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11/7/2013

emty lot in dan 
wanatoca sub 

divison 4in repalce x
cap was gone we put on one feet 

of pipe then a new cap 11/7/2013
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MANHOLE, 
REPAIR OR 
REPLACE 

2/28/2013 116 s market
g4-mh-

140 Manhole ring replace x

manhole was broke during snow 
removal we but a new ring and 

cover on 2/28/2013

3/10/2013 116 w olive
f4-mh-

230 Manhole ring replace x

manhole was broke during snow 
removal we but a new ring and 

cover on 3/10/2013

4/22/2013 315 n main
f4-mh-

225 replace old flush manhole replace x

old flush manhole had service 
line going in it. It had a odor pro. 

We replace it with a new 
manhole and move it 5' to the 

east so the service was not in it. 4/22/2013

1/30/2013 607 n main 8in clay new manhole         x

sewer main had no manhole at 
the start, just a stand pipe we 

replace  2 tap and put in 2 clean 
out and add 6' on main then 

installed new manhole 1/30/2013
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5/15/2013 204 w summit
f3-mh-

185 8in pvc
new 

manhole x
we replace 480 of clay with pvc 

and replace start manhole 5/15/2013

6/5/2013 806 w divison fh-mh-005 8in clay
new 

mnhole x 5 had roots growing in manhole 6/5/2013

7/1/2013 300 n chicago street
g4-mh-

325 12in clay
new 

manhole x 3
had I and I in pipe coming from 

the north 7/1/2013

9--10-2013 abbi line
g4-mh-

325 8in pvc

raise 
manhole 

8in x 1 raised it for sidewalk 9/10/2013

9/10/2013 abbi line
g7-mh-

085 8in pvc

raise 
manhole 

12in x 1 raised it for sidewalk 9/10/2013

8/6/2013 albany
g3-mh-

080 8in clay

seal leak 
in 

manhole x 2 seal leak with sealer. 8/6/2013

9/23/2013 e cheastnut
h4-mh-

08 10in clay
raise 

manhole x 2
raise up 8in use concrete to 

flaten the top. 9/23/2013

9/18/2013 330 w broadway
b4-mh-

030 8in pvc

fix 
broaken 
manhole 

ring x 1 fix ring was hit by a brush hog. 9/18/2013

8/12/2013
e7-mh-

190 8in pvc

fix 
broaken 
manhole 

ring x 1 fix ring was hit by a brush hog. 8/12/2013
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spot 
repair/I&I 

soure 
comfirmed 
3/04/2013

704,715, e divison 
g4-mh-275 heading 

east
g4-mh-

275 8in clay 200 replace x 3

 This line has always been a 
problem,had lot of roots at the 

end,we replace 200' of main put 
in 3 new taps and 2 cleanouts, 

the line starts , with 722 e divison 
tap   3/4/2013

3/6/2013 910 s main 8in clay 5feet new tap x

Kenmore plumping had lot of 
problems with service we found 

out that 910 s main was tie in 
with 103 e south so kenmore 

want to make a tap for 910 when 
they dug up the main for the tap 

it had a crank in the top so we 
replace 5' of main and installed 

new tap for 910 3/6/2013

3/11/2013 653 e divison
g3-mh-

214
g3-mh-

215 6in clay 80feet replace x 1 3

these line had lot of roots in 
main. We had to cut them out all 
the time. We replace 80' of 6in 
main put in one tap for 638 e 

lindon. 3/11/2013

3/4/2013 1018 e locust 8in clay 5feet new tap x

Joe Cox at 1018 e loust had 
problems with he's service line 

he dug it up to the main 
someone had used concrete to 
seal the service to the main we 

replace 4' of main and put in new 
tap 3/4/2013
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2/04/2013-
3/15/2013

w divison to n park 
and n pike

f3-mh-
180 6 and 4in 630feet replace x 1

we had 5 house on a 4in line with 
two manhole with 4in pipe and 
two concrete boxes with a flat 

steel plate for a cover. Steel 
plates let in a lot of I&I. So we 

replace 4in with 630 feet of 8in 
pvc add 4 manhole and one stand 

pipe. We hook on to f3-mh-180 
and installed new main to 713 n 
park av we had 8 taps we add 7 

clean outs 3/15/2013

5/15/2013 205 e divison 
f3-mh-

190
f3-mh-

185 8in clay 480' replace x 5 1
replaced 480' with pvc also 

replace 4 taps and #1 manhole 5/15/2013

5/20/2013 1223 w woodle cr.
e6-mh-

305
e6-mh-

310 8in clay 140' replace x 4 4

replaced 140' with pvc also 
replace 2 taps and put in one 

back flow. 5/20/2013

5/28/2013 1222 w northwood
e6-mh-

020 8in clay 10' replace x 3

replaced 10feet of the main put 
in three taps. I reason we did this 
spot repair because there was 3 

house on one tap and the tap had 
roots growing in to the main. 5/28/2013

6/5/2013 806 w divison st
fh-mh-

005 8in clay 6' replace x 5

replaced 6feet on main one tap 
and installed a new manhole 806 

had always had a trouble with 
her line it was a bad tap and the 
manhole had roots growing in it. 6/6/2013
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7/1/2013 300 n chicago st.
g4-mh-

325 12in clay 450' replace x 3

replaced 450feet on 12 with pvc 
and replace 7 taps this section of 
pipe has had high flow during rain 
event. We are planing to go back 
to this area next year and replace 
450feet further to the west, we 
are waiting for the engineers to 

engineer a 8in line that will t in to 
it and do a way with a 6in that 

has 6 house on it. 9/6/2013

10/21/13 123 &133 n sunset
e4-mh-

085 8in clay 70'
replace 

70' of 4 in x 4

123 & 133 n sunset was on the 
same tap and was having 

problems some we dig it up there 
was a broke 90in with roots in it. 
So we made a new tape for 123 

and repale both 4in line for main 
to the spot where they were tid 

together. 10/22/13
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11/4/2013 119 w forest
f3-mh-

095 8in pvs
installed 
basket x 5

We installed basket to catch 
parkview nursing home's foreign 

objects.  These objects were 
going to lift station #1.  It's their 

responsibility to clean the basket.  
To do this we cut "t" and rotated 
it up, capped both bottom and 

top so water would come 
through the top and go through 

the basket. 11/6/2013

11/13/13 921 n main
f3-mh-

172
f3-mh-

170 6in clay
30' of 

4in
service 

line repair x 3 5

921 n main was have promblems 
we look at the main with the 
camera we saw clean water 

come in to the main but they 
were not flowing. So we dig it up 
and found that there was a hole 
in the side of the 4in service line 
so we repale it from the main to 

the propert line and installled 
two clean outs 11/19/13

11/26/13 2710 s grant
h8-mh-

065 lap hole 8in pvc
20' of 

4in
service 

line split x 5 5

We split 2710 grant from 1468 e 
mt gilead rd. we made I new tap 
for 1468. Run new 4in to where 
they were hook together. We 

found the lap hole with no cap on 
it so we put a new cap on it. 11/26/13
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5/13/2013 W jefferson
f5-mh-

185 10in bolts in lid x 2
Lid had multiple holes letting 

water in. 5/13/2013

5/13/2013 s main
g4-mh-

015 10in bolts in lid x 2
Lid had multiple holes letting 

water in. 5/13/2013

5/13/2013 s main
G5-MH-

010 10in bolts in lid x 2
Lid had multiple holes letting 

water in. 5/13/2013

5/13/2013 W Maupin
G5-MH-

005 8in bolts in lid x 3
Lid had multiple holes letting 

water in. 5/13/2013

5/13/2013

Alley off of 
Springfield           

street behind old 
library

G4-MH-
025 8in bolts in lid x 2

Lid had multiple holes letting 
water in. 5/13/2013

5/13/2013

Alley at Main st 
behind old hortons 

building
G4-MH-

020 8in bolts in lid x 2
Lid had multiple holes letting 

water in. 5/13/2013

5/13/2013
Alley at Main st by 

nifty café
G4-MH-

010 8in bolts in lid x 2
Lid had multiple holes letting 

water in. 5/13/2013

5/13/2013 S Missouri
G4-MH-

005 8in bolts in lid x 2
Lid had multiple holes letting 

water in. 5/13/2013
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5/13/2013 Lillian & Madison
f5-mh-

185 8in bolts in lid x 2
Lid had multiple holes letting 

water in. 5/13/2013

5/13/2013
Alley behind old 
Polk county bank

G4-MH-
045 8in bolts in lid x 2

Lid had multiple holes letting 
water in. 5/13/2013

5/13/2013

Alley behind 
Stephens 

photography
F4-MH-

182 8in bolts in lid x 3
Lid had multiple holes letting 

water in. 5/13/2013

5/13/2013

Alley behind 
Douglas Huan & 

Hideman law
F4-MH-

215 8in bolts in lid x 2
Lid had multiple holes letting 

water in. 5/13/2013

5/13/2013
Alley behind bread 

dough pizza
G4-MH-

050 8in bolts in lid x 2
Lid had multiple holes letting 

water in 5/13/2013

5/13/2013 N Benton & Albany
G4-Mh-

150 10in bolts in lid x 2
Lid had multiple holes letting 

water in 5/13/2013

5/13/2013 703 E Walnut
G4-MH-

190 8in bolts in lid x 2
Lid had multiple holes letting 

water in 5/13/2013

5/13/2013 827 E Maupin
G5-MH-

225 8in bolts in lid x 1
Lid had multiple holes letting 

water in 5/13/2013

5/13/2013 720 E Van Buren
G5-MH-

245 8in bolts in lid x 2
Lid had multiple holes letting 

water in 5/13/2013

5/13/2013 803 S Albany
G5-MH-

150 8in bolts in lid x 2
Lid had multiple holes letting 

water in 5/13/2013

5/13/2013 Albany & South
G5-MH-

135 8in bolts in lid x 2
Lid had multiple holes letting 

water in 5/13/2013

5/13/2013 Mill & Colgate 
F6-Mh-

155 8in bolts in lid x 2
Lid had multiple holes letting 

water in 5/13/2013

5/13/2013
Lillian next to girl 

scout park 
F5-MH-

095 8in bolts in lid x 2
Lid had multiple holes letting 

water in 5/13/2013
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5/13/2013 Chicago & Auburn
G5-MH-

358 8in bolts in lid x 2
Lid had multiple holes letting 

water in 5/13/2013

5/13/2013 729 E Auburn
G5-MH-

353 6in bolts in lid x 2
Lid had multiple holes letting 

water in 5/13/2013
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